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UP-142 (120 VAC)

Ckt.# UP142-11
3/C #12 \
From Panel -
UP-142(120 VAC)

To Photoelectric-«- -
control uni+

3 #14

Ckt.# 1468-1

3/C #16 \
TOS-18WA-<¥-

Ckt.# 1468-2

3/C #16 \
TOS-20WA-&¥-

CKt.# 1468-3

3/C #16 \
TOS-21 WA-¥

Ckt.# UP142-9
3/C #12 \
From Panel A

/[2#?4

{*3 #12
-5 Panel

Totind 14 pLc MB

& duplex ModuUle

receptacle 1 pp 418 shid.

“To RTU

Cabinet

Door Switch

#18—=

(Typ)

To FSK modem

2 PR #18 Shid.

Bk —

W —

> To Call box

2
~t» To Call box
CcB

”["TO Communication

From Panel UP-142 (Bkr#9)

..

TTB1A-1

To Programmable
Logic Controller

CB-155A

Ckt.# 1421
1-2 PR #18 sShld

CB-154B

Ckt.# 1422
1 PR #18 Shld

-155B

Ckt.# 1474-21A

L]
1-6 PR #18 Shid
ELEMENTARY DIAGRAM -

\
Ckt.# 1418 | _ "
T00"PR #18 Snld |+ From Panel UP-142 (Bkr#11
»>To Call box | " re1a-1
CB-154A \
} OFF
Ckt.# 1419 ‘ &N
1-2 PR #18 Shld
>To Call box

L To PLC

PLC Power On

3 Spare

i To PLC

Utility Power On

3 Spare

RTU#15W

Terminal Box
COM=-20W

ckt.# 1474-218 (1)

1-6 PR #18 Shid

r»[>-To Communication

SHEET NOTES:

<:> Verify that the shield is not grounded.
(2) Do not ground shield.

DIST| COUNTY ROUTE Tl PROVELT | No | |SHEETS
12.2/14.3 [407a
04 |SF,Ala 80 0.0/4.0 09546 1204
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REGISTERED ELECTRICAL ENGINEER

03/08/10
DATE

05-06-2010
PLANS APPROVAL DATE

PB AMERICAS, Inc.
A Parsons Brinckerhoff Company
303 Second S+t., Suite 700N
San Francisco, CA  94107-13I7

The State of Callfornla or Ifs officers or agenfs shall not be responslble for
the accuracy or complefencss of electronic coples of this plan sheef.

Calfrans now has a web sltel To get fo the web slfe, go fo htp://www.dot.cagov

NOTES:

1. This Plan Sheet is a record drawing of

2. References:

3. Contractor shall wire connection shown

t+he Skyway Structures Remote Terminal
Unit No. 15W. The Contractor shall verify
the existing installation. See sheet
EE-353 from the Skyway Structures,
contract No. 04-012024.

See sheet E-936.
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